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STATEMENT of PROFESSIONAL REVIEW 

The engineering work described and professional opinions rendered in this amendment to the 
Remedial Action Plan for the UVB remediation wells located at Operable Unit 4, Naval Training 
Center, Orlando, Florida, dated September 1998, were conducted or developed using commonly 
accepted engineering practices and standards. 

Name: 
r”: 

Licence No: 

John R. Geehr 

48682 

State: Florida 

Page 1 

-- 



1.0 BACKGROUND 

SBP installed two (2) UVB treatment wells in December 1997 to capture and treat the 
groundwater plume from the former NTC dry cleaning facility. The treatment wells were 
activated in late December and operated through April 1998, when it was determined that the 
inflatable packers failed at UVB-01 and that the discharge line connecting the packer at UVB-02 
was disconnected. A review of the site data indicated that the UVB-01 packer failed in late 
February, 1998. The packers were replaced by the manufacturer and reinstalled in early May. 
Subsequently, the systems have continued to operate at various flow rates. During the 
operational period of the systems, SBP has had to make additional 0 & M visits outside the 
normal scheduled visits. These visits were predominantly related to balancing the effluent flow 
to the influent flow to prevent cascading. The remaining system components (with the exception 
of the effluent flow meter) have been functioning as designed. 

Several factors influenced the increase in our 0 & M visits which include: 

1. The desire to prohibit cascading (water flowing over the internal canister into the upper 
well, where it dilutes the influent groundwater prior to stripping) from the internal 
canister lead to the installation of two sump pumps activated by high and low level 
switches. Initially, the sump pump can handle the design flow rate and down hole 
pressures, but with time, the down hole pressure increases (see 2 below) to above, the 
pumps maximum pumping pressure capacity of 15 psi, causing the pump to “dead-head”. 
Once the pumps “dead-head”, the system cascades. To prevent cascading and to balance 
the influent/effluent flow rate, the flow rates (influent/effluent) were reduced (below the 
design rate of 10 gpm) to compensate for the increase in down hole pressures. 

2. Fine to very fine sand was removed from the lower (effluent) well screen on two 
occasions at UVB 01 (May, August) and once at UVB 02 (May). Grain size analysis, 
indicated that the sand is finer that the existing sand pack and well screen opening. Thus, 
formation sand is passing through the well and accumulating in the lower well screen. 
This sand material may be reducing the transmitting capacity of the lower well screen, or 
reducing the porosity of the sand pack, or the formation. A decrease in porosity, and/or a 
reduction in transmitting capacity of the well screen, could be a cause for the increase in 
the down hole pressures. If the down hole pressure exceeds the pump pressure curve, the 
system cascades and requires re-balancing. 

3. During the August 0 & M visit, a fine grained particulate was cleaned from the 
submersible (influent) pump and flow meter. The particulate mater was sent for 
laboratory analysis and was determined to be an iron precipitate. The iron precipitate of 
the pump and flow meter reduced the influent flow rate to less than 1 gpm. The material 
was observed predominantly on the influent side (pump, flow meter). 

This recommended RAP addendum addresses the first two conditions listed above and will 
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improve the accuracy of the effluent flow readings. The iron precipitate will be addressed 
following system modifications. 

2.0 Treated Groundwater Storave Tank 

To optimize the influent and effluent flow rates, it is recommended that an external ‘(Treated 
Groundwater Storage Tank” (hereafter referred to as an external tank) be constructed adjacent to 
the existing extended treatment well casing, that houses the stripping unit. This tank will store 
the treated groundwater from the stripping unit, providing a greater storage volume than existing 
internal canister. The increase in storage volume should improve the balancing between the 
influent and effluent flows and should reduce the frequency of the 0 & M visits. The advantages 
of the external tank are: 

n 

@ An improved cycling ability between the normal high and low switches. 
. A larger single pump, capable of handling both the design flow and (“field-observed”) 

pressures, can be used in the larger tank. 
. A high volume by-pass actuated ball valve will allow the pump to run continuously. 
. By removing the sump pumps from the internal canister, the water level above the 

stripping plate can be increased and maintained at a constant level, unaffected by cycling. 
. The increase in the water level above the stripping plate will increase the air to water 

contact time. This increased residence time should improve the stripping consistency of 
the system. The improved stripping performance will improve our ability to consistently 
achieve the IRA objectives for contaminant levels in the treated groundwater. 

. All effluent flow controls will be located outside the external tank, allowing easier 
adjustments to flow rates, pressures, etc. 

The two existing UVB systems will be retrofitted with an external tank. As part of this 
retrofitting, new equipment will be added outside the extended well casing to regulate the treated 
groundwater and some changes will occur inside the extended well casing. The equipment 
changes are described below (2.1 & 2.2) and are shown on the Process Flow Diagram. A 
description of the process flow is described in section 2.3. The system modifications are as 
follows: 

2.1 Inside the Extended Well Casing 

To improve the overall performance of the influent and effluent flow rates, several modifications 
will be made within the extended well casing. These modifications are discussed below and are 
shown on the attached Process Flow Diagram. 

A. Effluent Flow Meter - The existing effluent flow meter will be removed from the 
external well casing. A new Hayward flow meter and totalizer will be installed on the 
return piping from the external tank. This meter will consist of an insertion paddle wheel 
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pa, 
(FloSite 2000) flow sensor secured to the 1.5 inch effluent pipe by a saddle flange. The 
flow sensor will be connected to a digital meter that will record the current flow rat.e 
(gpm) and a totalizer flow. The rated measuring range is from 3 to 40 gpm with an 
accuracy of 1% of the indicated flow. The location of the meter is described below and 
on the attached Process flow diagram. 

. B. Sums Pumas - The two Grundfos AP-12 sump pumps, located in the internal canister, 
will be removed. A new 3/4 Hp Goulds Submersible Effluent Pump (model 3885) wili 
be installed inside the external tank. This new pump will provide a constant return flow 
rate to the lower screen and is designed to operate at a maximum discharge head of 
approximately 60 feet (26 psi) at 10 gpm. The existing discharge head has been 
calculated to be 47 feet at 10 gpm (see appendix B). Thus, the proposed pump has been 
designed approximately 25% greater than the expected maximum discharge head. 

C. Water Level Sensors - The water level sensors (multiTrode) within the internal canister 
will be removed. These sensors will be used in the external tank to regulate the working 
water level and to shut down the system if a high water level condition exists. One new 
water level sensor will be installed in the internal canister to shut down the system should 
the working water level fall below the stripping plate. This water level switch will ensure 
that the air to water ratio (contact time) is maximized within the internal canister. The 
increase in contact time will improve our ability to provide more consistent discharge 
results. 

D. Internal Canister - A two inch water tight tank bulkhead fitting will be attached to a 
barbed flange fitting connected through the base of the canister. A second two inch water 
tight tank bulkhead fitting will be attached (barbed flange fitting on the inside and <a male 
treaded fitting on the outside) once a rib of the ADS pipe is removed, exposing a smooth 
wall. A two 2 inch PVC flex hose will connect the two barbed fittings, allowing gravity 
drainage of the treated water from the internal canister to the external tank. 

2.2 External - Treated Groundwater Storage Tank 

The external tank will be located next to the existing extended well casing, and will store the 
treated groundwater prior to its recirculation back into the aquifer through the lower well screen. 
All return flow controls will be made from this unit. These modifications are discussed below 
and are shown on the attached Process flow diagram. 

A. External Tank - A three foot diameter by four foot high tank will be located adjacent to 
the existing treatment well, on the existing concrete pad. The tank will be fabricated 
from steel (or equivalent material) to store the treated water under a vacuum of 20 inches 
of water. The inside of the tank will left unfinished to avoid false positive VOC results 
while the outside of the tank be primed and painted black to match the existing system. 
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All connections through the tank will be bulkhead type (see attached cut sheet-appendix 
A) to prevent leaks. The tank will have a removal cover to access internal equipment and 
to facilitate in the periodic cleaning. Additionally, a ten inch diameter clean-out will be 
constructed at the base of the tank to remove sediments/precipitates, if required. 

B. Eaualization PiDe - To maintain the working water level in the internal canister a ‘water 
trap will be constructed between the extended well casing and the external tank. A two 
inch PVC pipe will be connected from the extended well casing horizontally to a tee 
fitting, then vertically to the height of the normal working water level within the internal 
canister, then horizontally into the external tank. The height of the working water level 
within the internal canister will remain constant at the height of the inlet into the external 
tank. The positions of the stripping unit in the internal canister can be field adjusted to 
optimize its stripping efficiency, based on the column of water above the stripping plate. 
Initially, the working water level in the canister will be set 12 inches above the stripping 
plate and the stripping unit will be set 9 inches above the bottom of the internal canister. 

P 

C. Effluent Pump - A 3/4 Hp Goulds submersible effluent pump (model 3885 - WE071 8H) 
will be located in the external tank (see attached cut sheet-appendix A). This pump will 
replace the two AP- 12 sump pumps located in the internal canister. The pump will sit on 
a concrete block 3 inches off the floor of the tank to allow for the accumulation of any 
sediment or precipitate. The concrete block will be fixed to the base to prevent 
movement. 

This pump is designed to meet the design flow rate ( 8 to 10 gpm) and will be able to 
pump against 60 of total head or 26 psi prior to the pump dead heading. The discharge 
pipe will be reduced from a 2 inch to 1.5 inch PVC pipe at the pump. The flow from the 
pump will be regulated by globe valves outside the external tank as shown on the F’rocess 
flow diagram. 

D. Water Level Switches - All level switches will consist of Multi-Trode Sensors (see 
attached cut sheet-appendix A) in the external tank and the internal canister. Four ((4) 
sensors will be fixed to the discharge pipe from the effluent pump within the external 
tank. These sensors will regulate the effluent flow based on their vertical placement as 
described below. The external tank sensors will control the water level as follows: 
a. 

b. 

Low-low level switch (LSLL) shall interlock and stop the pump. This level is 
designed to shut down the effluent pump when the influent (treated) water to the 
external tank is less than the regulated (via globe valve) low flow rate. The LSLL 
will be located 1.5 feet from the base of the tank. 
Low level switch (LSL) shall interlock, re-start the pump, and close the high flow 
by-pass valve when . This represents the normal low water level. The LSL will be 
located 2.0 feet from the bottom of the tank. 

C. High level switch (LSH) shall interlock and open the high flow by-pass valve. 
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This represents the normal high water level. The LSH will be located 3.0 feet 
above the bottom of the tank. Thus, there will be 53 gallons of storage between 
the high and low normal water levels. 

d. High-high level alarm switch (LSHA) shall interlock and will shut down the 
treatment system and will call out on the telemetry system. This sensor will 
prevent an overflow condition at the external tank, and will require a manual re- 
start. The LSHA will be located 3.25 feet above the bottom of the tank. 

The internal canister sensor will be set as follows: 
a. Low level switch (LSL) shall interlock and shut down the system and will call out 

on the telemetry system. This sensor will ensure that a dry canister condition will 
not occur, and will require a manual re-start. This sensor will be located at the 
stripping plate. 

E. Pressure Gauges - Two pressure gauges will be installed on the effluent line located 
prior to and after all effluent control valves or meters. One pressure gauge will be located 
on the 1.5 inch PVC pipe between the external tank and the check valve. This gauge will 
deter-r-nine the operating pressure for the pump. The second gauge will be located 
between the effluent flow meter and the extended well casing. This gauge will determine 
the down hole pressure during normal and high flow by-pass conditions. 

F. Globe Valves - Two globe valves (see attached cut sheet-appendix A) will be installed on 
the effluent return to the UVB well. One valve will regulate the effluent flow at 75’% of 
the influent flow rate and will have water flow continuously. The second valve will 
regulate flow through the high volume by-pass valve. This globe valve will be set to 50% 
of the influent flow rate. 

For example, a single cycle could be set as follows. If the influent flow rate is 10 gpm, 
then 7.5 gpm will flow across globe valve one. The water in the tank will rise from the 
LSLL to the LSL in 21.2 minutes. Once the water level reaches the LSL, the high 
volume by-pass ball valve will open and an additional 5 gpm (total flow rate of 12.5 gpm) 
will be discharged. The water level in the tank will then drop back to the LSLL sensor in 
2 1.2 minutes when the high by-pass valve will close. Thus, one complete cycle will take 
42.4 minutes to complete. 

G. High Volume By-Pass Ball Valve - A Hayward 1.5 inch true union ball valve (model 
number HCTB 115OTACTE) will be used to control the high volume by-pass (see 
attached cut sheet-appendix A). The by-pass valve will act like the second pump within 
the existing system and allow the effluent discharge to be balanced on a high/low cycle. 
This valve will be normally closed and will open when the water level in the tank reaches 
the LSHA water sensor (normal high water level). Once the water level reaches the: LSL 
or normal low water level sensor, the valve will close. 

Effluent Flow Meter - A Hayward insert paddlewheel type flow meter (model Flo!Site 
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I. 

J. 

K. 

L. 

2000) will be attached to the 1.5 inch PVC pipe with a saddle mount (see attached cut 
sheet-appendix A). This sensor will be located on the effluent line after the high volume 
by-pass valve per the manufacturer’s specification and replaces the existing meter in the 
treatment well. The sensor will be connected to a digital read-out (model 2300) display 
located on the electrical panel. The display will read direct flow through the pipe and 
total flow in gallons. This instrument will be calibrated to the manufacturer’s 
specifications and will be field verified by measuring a known quantity of water (ie 53 
gallons between the normal high and low water sensors). 

Vacuum Line Equalizer - A three inch pipe will be connected from the existing 
extended well head cover to the cover of the new external tank to equalize the vacuum on 
the entire system. The elektror blower will maintain the vacuum on the system. 

Effluent Samdinp Port - The existing sampling port located within the extended well 
casing will be relocated. The effluent sampling port will be located on the 1.5 inch PVC 
pipe just after the connection from the external tank and prior to the check valve. At this 
location the pipe pressure should be sufficient to collect a free flowing effluent sample. 

Control Panel - The electrical control panel will be modified to reflect the proposed 
changes in both the internal canister and the external tank. 

Telemetry- The existing telemetry system will be modified to reflect the proposed 
modification. 

2.3 Process Flow Descrbtion 

Groundwater will be pumped from the upper screen to the stripping unit located in the internal 
canister. Fresh air is introduced below the stripping plate which is in contact with the influent 
groundwater. Air stripping of volatile organics occurs in the internal canister. The off gas exits 
the system to the ambient air via the blower, and the treated groundwater gravity drains from the 
internal canister through the extended well casing into the external tank. 

The water level in the external tank will be regulated by the water level sensors. Under normal 
conditions, water will be pumped from the external tank to the lower well screen at a flow rate of 
7.5 gpm. Once the water level reaches the normal high water level a high volume by-pass valve 
will be opened. Water will then flow from the external tank at a flow rate of 12.5 gpm. Once the 
water level reaches the normal low water level sensor, the high volume by-pass valve will close. 
This cycle will then be repeated. 

Several safety features will be included to prevent overflow of the external tank and to ensure 
that a normal working water level is maintained above the stripping plate. In the external tank, 
the high-high level switch will shut down the entire system, preventing the potential for over 
flow. The low-low level switch will shut down the effluent pump, preventing the pump from 
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running dry. A low water level switch in the internal canister will shut down the entire system. 

3.0 UVB Well Reconstruction (Recommendation‘l 

To prevent the fine sand from entering the upper well screen, it is recommended that a new six 
inch upper well screen be sleeved within the ten inch well above the existing packer. The new 
screen will consist of a Johnson stainless steel channel prepacked screen. The new screen will be 
attached to the existing TAM’s packer with a prefabricated stainless steel co-axial adaptor. The 
new upper well will be secured to the existing well head. A description of the well construction 
follows and is shown on the attached drawing. 

3.1 RedeveloDment 

In August, approximately six feet (3.3 cf) of sand (see attached grain size analysis) was removed 
from the lower UVB-01 well screen. To ensure that good communication exists between t:he 
well screen and the formation, the well should be redeveloped to remove any new sand that may 
have accumulated in the well, and any sand that may be reducing porosity either in the sand pack 
or in the formation. 

The development program will consist of surging (surge block) and purging (in 15 minute 
cycles) the entire upper and lower well screens (UVB-01 & UVB-02) for a total of three cycles 
(1.5 hours) per well screen. Once each screen has been developed, a pump will be lowered into 
the center of the well and pumped at 20 gallons per minute until the well is clear (less than 50 
NTU units). 

3.2 Well Construction 

The new upper well screen (see figure 1) will be six inches in diameter and will be sleeved into 
the existing well above the existing TAM’s packer. The construction of the well is as follows: 

A. Lower Screen -will remain unchanged. The effluent discharge pressure should prevent 
fine sand from entering the lower well screen. 

B. Upper Screen - will consist of a 12.5 foot Johnson 12 slot (based upon grain size data 
and manufacturer’s recommendation) channel 20 x 40 per-packed stainless steel screen. 
The open area will be 520 square inches or 60 square inches less than the existing screen. 
Slight well loses may be seen on the influent side. However, based on preliminary 
specific capacity calculations (2.7 gpm/lf), of the existing 10 inch screen, the proposed 
well screen will not be a limiting factor to meet the proposed design flow rate. 

C. Riser Pipe - will consist of schedule 80 PVC. 
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D. Co-axial adaptor - will consist of a six to five inch reducer from the six inch channel 
pack screen to a standard five inch pipe. Johnson Well Products will fabricate a stainless 
steel co-axial connector from the five inch pipe to the existing five inch NPT TAM’s 
packer. This co-axial connector will consist of a solid plate, within the upper portion of 
the connector, to prevent the hydraulic connection between the upper six inch channel 
pack screen (influent side) from the lower existing well screen (effluent side). Below the 
solid plate, a one inch 90” elbow will be fabricated to five inch connector. The one inch 
elbow will be used to connect the effluent discharge (flex hose) to the co-axial adaptor. 
Thus, the effluent (treated groundwater) will be discharged below the solid plate. This 
fabricated connector will then be attached to the TAM’s packer. 

E. Packer - The existing TAM’s packer (model 725-SD-01) connected to the new upper 
well screen well be inflated to 80 psi to prevent a hydraulic connection between the upper 
and lower well screens. The packer will be lowered into place by stainless steel cables 
which will serve as safety cables, afer the packer is inflated. 

F. Annulus between 6 & 10 inch screens - can be used to introduce chemical into the 
influent pump to prevent iron precipitation. With time the annulus may collect the fine 
sand that enters the ten inch well screen and will accumulate above the packer. Should 
the packer require maintenance, the fine sand can be jetted from the upper portion of the 
well prior to its removal. 

sb”i G. Submersible Pump - The existing four inch submersible pump will be used in the new 
six inch channel pack screen. The pump will be lowered into the well by the existing two 
inch aluminum pipe and secured to the existing well head. The pump’s intake screen will 
be set three feet below the bottom of the channel pack screen. A Multi-Trode water level 
sensor will be set three feet above the pump’s intake screen and will shut down the 
treatment system, should ground water be drawn below the bottom of the sell screen. 

4.0 CONCLUSIONS 

The recommended modifications to the remediation systems at the Orlando, Florida, Naval 
Training Center, Operable Unit 4, should: 

. improve the overall performance of the UVB systems, 

. increase the operation performance, 

. reduce the frequency of the operation & maintenance, and 

. improve the stripping performance, and 

. increase the ability of the systems to consistently achieve the IRA objectives on the 
treated effluent groundwater. 
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EFFLUENT PUMP 



APPLICATIONS 

Specifically designed for the 
following uses: 
l Homes 
l Farms 
l Trailer courts 
l Motels 
l Schools 
l Hospitals 
l Industry 
l Effluent systems 

SPECIFICATIONS 

Pump 
l Solids handling capabIlitIes: 

! 3/4” maximum. 
l Discharge size: 2” NPT. 
l Capacities: up to 128 GPM. 
0 Total heads: up to 123 feet 

TDH. 
l Mechanical seal: silicon 

carbide-rotary seat/silicon 
carbide-stationary seat, 300 
series stainless steel metal 
parts, BUNA-N elastomers. 

* Temperature: 
104°F (40°C) continuous 
140°F (60°C) intermittent. 

l Fasteners: 300 series 
stainless steel. 

* Capable of running dry 
without damage to 
components. 

Motor 
Single phase: 
l %HP,115V.200V,230V. 

60 Hz, 1750 RPM; % HP. 
115 V, 60 Hz. 3500 RPM- 
%HP-l%HP. 230V. 
60 Hz, 3500 RPM. 

0 Built-in overload with 
automatic reset. 

l Class B insulation 
Three phase: 
l ‘A HP - 1% HP 200/230/ 

460 V, 60 Hz. 3500 RPM. 
l Class B insulation. 

l Overload protection must 
be provided in starter unit. 

l Shaft: threaded. 400 series 
stainless steel. 

l Bearings: ball bearings 
upper and lower. 

l Power cord: 20 foot 
standard length (optional 
lengths available). 
Single phase: 
l ‘A and % HP - 1613 SJTO 

with 115 V or 230 V three 
prong plug. 

*:%%-I% HP - 14/3 ST0 with 
bare leads. 

Three phase: 
l X-1 % HP - 14/4 ST0 

with bare leads. On CSA 
listed models - 20 foot 
length SJTW and STW 
are standard. 

FEATURES - 
m impeller: Cast iron, semi- 
open, non-clog with pump- 
out vanes for mechanical seal 
protection. Balanced for 

METERS FEET 

smooth operation. Silicon 
bronze impeller available as 
an option. 

n Casing: Cast iroll volute 
type for maximum efficiency. 
2” NPT discharge adaptable 
for slide rail systems. 

H Mechanical Seal: SILICON 
CARBIDE VS. SILICON 
CARBIDE sealing faces 
Stainless steel metal parts 
BUNA-N elastomers. 

n Shaft: Corrosion-resistant 
stainless steel. Threaded 
design. Locknut on three 
phase models to guard 
against component damage 
on accidental reverse rotation. 

n Motor: Fully submerged in 
high-grade turbine oil for 
lubrication and efficient heat 
transfer. 
n Designed for Continuous 
Operation: Pump ratings are 
within the motor manufacturer’s 
recommended working limits, 

01 

can be operatecl continuously 
without damage. 

H Bearings: Upper and 
lower heavy duly ball bearing 
construction. 

n Power Cable:: Severe duty 
rated, oil and w,ater resistant. 
Epoxy seal on motor end 
provides secondary moisture 
barrier in case of outer jacket 
damage and to prevent oil 
wicking. 
n O-ring: Assures positive 
sealing against contaminants 
and oil leakage. 

AGENCY LISTINGS 

c $p Canadian Standards Association 

0 UL Underwriters Laboratories 

: “.’ 

I SERIES 3885 
SIZE. 7 SOLIDS 
RPM’ WRIOUS : 

0 .^ .“.. . ^_“i^ 
0 10 20 30 40 50 50 70 80 90 100 110 120 130GPM 

L.~._._ -..--.~__ ----....l- -.-J ~. ....~ .~. -_-I- ..-. 
0 10 20 30 ma/h 

CAPACITY 



_.._ _-. 
Item No. Description 

1 Impeller 

2 Casing 

3 Mechanical seal 

4 Shaft 

5 Motor 

6 Bearmgs - upper and 
lower 

7 Power cable 

8 0-nng 

MODELS PERFORMANCE RATINGS iaa~~ons per minute) 

N/A 

3 

- 

DIMENSIONS 

(All dimensions are in inches Do not use for construction purposes.) 
D * I%, %, % and 1 HP = 15” 
except for model WE0712H and WE1012H = 18”; l%,HP = 18” 

4 

! 

8%” 
PT 

I 

’ For 575 V consult factory 

EFFLUENT EJECTOR SYSTEM 
Effluent ejector system 
offers ease of ordering 
and rnstallation. A s~nglc 
ordermg number spec~f~e: 
a complete system designed 
ior most residenlral ant 
cornmercrai sump and 
effluent pump applicafioiii, 

Package Includles: 
Srlbmenrbie Effluent Pump WE031 1 L 
l?Lo, WEOBllM. 12M.WE0511HH l2HH 
Meclmcal ILevel Conlrol Swlcli 
A2-5 il15V). AZ-6 (23OVi 
&sin Wl801S. Basin C&w A8-1821 
Check Valve A9-2f’ 
Oider No SWE0311L SWE0312L 
9~1031 iivl. SWE3312M 
i~!dL’iO’:! 1 titi SW”0512HH ;! GOULDS PUMPS 

v/IIIFR TECHNOLOGlES NORTH AMERIC* 
‘><.lS1 I ,I c ,,,/, ,,<~,. “Wk 1114r SPECIFICATIONS ARE SUBJECT TO CHANGE WITHOUT NOTICE PRINT El> IN tl ‘; A 



GLOBE VALVE 

- 



MANUAL 

FEATURES 

l Used for efficient, frequent throttling 

of flow 

l All sizes rated for full vacuum service 

l An economical valve that doesn’t sacrifice 

dependability 

l Positive shut-off l EPDM seals. Other elastomers optional 

l Displays excellent flow regulating l Stainless steel reinforcing ring on body of 
characteristics throughout the entire polypropylene valve to maintain pressure 
lift of the disc rating at higher temperatures 

SPECIFICATIONS 

SIZE: 1/z”- 4” 
MODELS: Flanged (ANSI -all sizes) 

Threaded (l/2”- 2”) 

Socket (l/2’,- 2”) 
BODY: PVC, PP 

PLUG: EPDM 

SEALS: EPDM 

IL-- L--p-J 
THREADED (Model A) 

,- I---- s -y -._-- 
SOCKET (Model B) 

IL,LY 
FLANGED 1/~*-2x (Model C) 

bIMENSIONS (INCHES) 

Gland Nut Detail 

I L --- 

FLANGED 2’/z*-4” (Model D) 

PARTS (MODELS A, B, C) 

1 No. 1 Parts I PCS I Materials 

:, 
:, PP 

4 Stem 

5 Disc 

6 Gland 

7 Gasket 

0 Stem Packing 

9 Nut 

10 Washer 

11 Gland Nut 

n AODEL D (Same as above with the following changes) 

~~, 

Bronze 

PRESSURE VS TEMPERATURE (PSI) 

31Llf 
Inches) ‘;l”d,“,“‘/ I d C D L / T 

1 mm-‘/~ 1 1.10 [ 0.94 1 2.75 j 3.88 j 3.74 ( 0.55 [ 0.31 1 5.51 [ 1.10 (z 

I 4.50 1 1.61 3.88 1 5.00 ( 7.48 ( 0.63 j 0.79 9.06 2.70 

ASAHI /AMERICA 
Rev. V-97/A 

PO. 80x 653 l 35 Green Street. Malden. MA 02148 . Tel: (800) 343-3618. (617) 321-5409 
Fax- (800) 426-7058 l Internet: http://www.asahi-america.com l Email: asahi@asaht-amenca corn 
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HIGH VOLUME BY-PASS 
BALL VALVE 



/ 

ACTUATED BALL VALVEIS ew 
HjWWARDG Eiectricaiiy kctuaied True hion Ball Vaive 

xuator Specifications 
Torque Output: 14Oin-lb 

The EA ekctricatty actuated true union ball valve is the perfect answer to cost 
sensitive, automixed valve applications that can’t get by with less than a ?ull 
featured valve and actuator combination. 
Built to Last 
EA !3erii valves feature a rugged, 110 VAC electric actuator with an outpui! 
torque of 140 in-lb. A built-in automatic resetting thermal overload protector 
prevents motor burnout The 25% duty cycle motor drives the valve througlh a 
permanently lubricated, rugged gear train. 
Valve Features: 
- PVC, will never rust of corrode - True union design 
l Pressure rating to 225 psi - EPDM seals & Teflon seats 
- Full port design l Fully serviceable 
l Double o-ring stem seal 
kcuiator Feature: 

l All-plastic enclosure - 3-second cycte time 
l l?&%mal overload protection . Permanently lubricated gear train 
l Nema 4X housing - Actuator brake for full open I c\ose 
- No adjustments needed l 25% duty cycle 

Valve SpecificatioflS CV Factors 
Valve Type: True union Y------- 

i-lousing: PP Plastic 
UNCV 

&,e xc2 
25% 

Material of Const.; PVC plastic -- - 

3 seconds Seals: EPDM 

Voltage: 110 VAC seats: Tetton 
LLpq0.g;; NEMA4X End Connections: Socket or Threaded 

UnidirectioMl 
‘I ..,mJ Overload: standard sizes: IL?“, 3/4n, l”, 1 l/2”, 2” 

1 114” I 75.0 
Mechanical Brake: Sandard Pressure Rating: 225psiQ70-F, 

Gear Train: Permanently lubricated non-shock 
Locked Rotor Curreti 1.5 amp 
Conduit Connection: 1R” NFT 

Design: 

SIZE CODE 005 007 .-_..- -_. 
S= (1N.l 112 3f4 .__ ____ -- -. 
MATERlAt Part# 

$178.00 I 

Dimensions - inches 

‘1” I 5.25 3.00 --.P 
6.75 4.00 

2” 8m 

Temperature 
Pressure 

Chart 

! 

167 



BULKHEAD FITTINGS 



“Plastic Bulkhead Fittings” Section 600 
Page 7 
Date: 6/l/90 ^ 

MATERIAL: 
Body Material: Unplasticized Type 1. Grade 1 

PVC (Polyvinyl Chloride) or 
CPVC (Chlorinated Polyvinyl Chloride) (Thru 2” Only) 
or Polypropylene 

Gaskets: EPDM 40 Durometer Standard 
Viton Special 

Pressure Rating 
Same as working pressure 
of equivalent size 
schedule 80 pipe. 

I \ 

SPECIFICATIONS: I-- 1 I NW‘) 

PIPE 
SIZE A B C D WEIGHT 
(-1 - 

I 2’. 2” 2 3. 4” l-3/8” 2” 3 0%. --__- 
- :1 -I’ 2 :<‘x” 2 7 ‘8” I S/R” 2 3/H” SW. 

- I 2 $1 I (i. 2 7.X” I 7/8” 2-9/ 16” 6oz. 

l-i .4” :i- X’ 2-3/B” 3” 7 0%. - - 
I I 2” .3 I :3- 2-303” 3” 6 0%. -- 

- ;’ 4 3/X” :1 I 4” 3 l/4” 4-38” I lb. ----.__ 
- :I 6” :3 5 8” 4- l/2” 6” 2 111s. - 

4” H 3/4” 1 :i 1’ S-314” 8-314” 7 Rx. ----.~- - 

Phone (3181343-7565 
Box 4150 Monroe. LA 71211 
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Gauges 
Transparent, 
to see liquid 
emains clear 
nmercial liq- 
‘g on closed 
11 They have 
Gauges have 

aximum tem- 
Ire. 

NET EACH 
Clfi. . . ..SlZ.Zl 
(21 13.08 

I (11 13.17 
<I2 15.87 
(13 14.81 
<14 16.35 
(I.5 ,. 17.60 

Gauges 
3s on the con- 
ante. Gauges 
110 a 94” NPT 

glass is pro- 
“urn housing 
IteE. 
gallons/day at 
when drum is 

ratio” of drum 

ad ell for drum 
malleable iron 

?g-io-teSt 
jmpiF \ in 
con’ .‘he 

UPT 
-ted malleable 
Jlit-in valve for 

iNLESS STEEL 
NET EACH 

>KZl $46.20 
iK22 73.53 
>K23 .._... 72.80 
:K24 .._._.. 104.30 

tZef 
rfs 

protecting the 
3”. Double out- 
num venting tn 

1 iron and’have 
is female pope 

d for overflow 

NET EACH 
1.5 R.,,n 

.si.i9 $X 
5.87 5.53 
9.67 9.17 
9.86 9.52 

12.64 12.17 

euts 
.nd vents with 
we-ground fill 

:king to prevent 

NET EACH 
;6K21 312.00 
16K23 13.66 
16K27 23.87 
16K29. 32.89 

Tank Fittings 1245 

Tank BuZkhc 
Durable fittings let you make safe, quick pipe 

connections to plastic and metal tanks when inlets 
and outlets are needed for faucets, pipes, and 
spigots. Heavy buttress threads help prevent leaks 
that can be caused by poor thread engagement. A 
hex-shaped body end allows quick installation wth- 
Out tools. The three-part flttmgs include a body 
adapter. EPOM gasket. and locking nut. Fittings are 
rated al 150 psi at 73’ F. 

PVC fittings have a working temperature of 140 
F ano excellent resistance to chemicals and sun- 
light Fi!ttngs are available wtth socket-lo-thread 
and thread-lo-:hread connections. Color is gray. 

Pipe 
Size 

NET EACH 
NO. 1-4 

PVC-Socket-to-Thread Connection 
5.up 

‘2’ 

%’ ‘. 
. ..36895Klll . ..$7.50 $6.83 

.._...........,.. 36895Kll2 ..,. 8.53 
1 ” 

7.77 
.._..._... 36895K113 ,,_. 9.51 

, ‘h’ 6.66 
.,............ 36895Kll4 .,.. 12.50 

1’2 
11.38 

2” 
36895Kll5 12.50 11.38 

3- 
._. ..,..........._._..._..... 36895Kll6 .I&53 16.88 

36895Kll7 . ...34.02 
4” 

30.98 
.._.......... 36695Kll8 ,,., 67.0, 61.03 

PVC-Thread-to-Thread Cornection 
,>.. 

‘X .- 
36695Kl21 . . ..lO.OO 9.11 
36895Kl22 ._. 10.98 

1” 
10.00 

,. _......... .._.. 36895Kl23 ,.., 12.0, 
t’h” 

10.94 
,.. ..,......_.. ., ,.__.... 36895Kl24 ._. 15.98 

1!2” 
14.55 

,. ,. .,...,. ,,,,,,,,,,,.,(, 
2” 
3- 

ELKS -::::::z :g: 
K127 40.00 

4’ 
36.43 

36895Kl28 75.00 68.30 

CPVC-Socket-to-Thread Connection 
‘12’ . . 36895K131 10.49 
2,;” 9.55 

36895Kl32 . ...12.50 11.38 

Compression BuZWlead Fittings 
Compression fittings provide an ex- 

cellent seal for pipe and conduit wall 
. 

‘i 
penetrations of curved and flat SW- : 
faces. Glass-filled polyethylene con- 
structlon is extremely chemical resis- 
tant. Gaskets are made from a 
thermoplasbc elastomer for hand-tight 
liquid seals and vibration absorption. 
Max. working temperature is 250” F. 

Pipe Sire NO. NET EACH 
,,,2’. ..,... 377OK21 $27.79 
3;’ ..,,.......... 377OK22 29.08 / 

7 ” 
2..:. 

377OK23 31.50 
._............ 377OK24 ._.... 37.50 

3- 377OK25 49.85 
.i 

Pipe 
Size 

NET EACH 
NO. 

FPVC-Socket-to-Thread Connection (Cont.) 
l-4 5-up 

. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 36895Kl33 
1 v ” 

._._ $14.02 $12.77 
2 36895Kl34 19.51 

2” . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 36896Kl35 
17.77 

._.. 
3- . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 

27.45 25.00 
36895Kl36 ._.. 48.04 

4- 
43.75 

._.......... .._.... ._..... 36895Kl37 ._.. 
Polypropylene-Thread-to-Thread Connection 

80.39 73.21 

>, 2” . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 36895Kl41 12.50 11.38 
3, ” a ................ .......................................... .368951(142.. .. 

1 ... 
15.49 14.11 

., ........................................................ .36895Kl43 .... 
1 ‘G” 

20.00 18.21 
........................................................... 36895Kl44 .... 

1’2” 
25.49 23.21 

.... ........ ............................................. .366951(145 .... 
2- 

25.49 23.21 
............................................................. .36895Kl46 .... 39.51 

3”. 
35.98 

............................................................... .36895Kl47 .... 77.45 
4- 

70.54 
................................................................ .36895K148 .... 

Polyethylene-Thread-to-Thread Connection 
145.10 132.14 

3 i” ............................................................ ,3736K2 .......... 
1 ‘.. 

10.56 8.64 
................................................................ 3736K3 .......... 

1%“. 
15.00 12.27 

........................................................... 3736K5.. ........ 15.00 
1 ‘12” 

12.27 
.................................... ........................ .3736K4 .......... 

2”. 
15.00 12.27 

....................................... . ........................ 3736~6.. ........ 
3” 

23.89 19.55 
............................................................... .3736K8 .......... 32.22 28.36 

Self--Aligning BuZkZzead Fiftings 
These fittings swivel side-to-side to allow 

in-line piping connections to curved-wall 
tanks. Ideal for dome-style tanks that don’t 
have a flat surface. Noncorrosive, noncomtam- 
inating PVC fittings have a Teflon seal and lock 
rmg that allow easy rotation of the machined 
ball seat. Fittings come with a” EPDM gasket 
and have a working temperature of 140” F. 
Rated at 75 psi at 73” F. 

Pipe Size Max. Swivel 
3,i’ . .._..........._._.................... 27’......__.._.__.........,.,,.... 

1 ” 27”... .._..._............ .., 
,: ‘“, 2 . . . . 25” .._........_......... 
2” . . . . . . . . . . . . . . . . . . . . . . . . 25% 
3”.. .._._._............................... 20’.................... ..,..._. 

Bolt-On Tank Fittings 
Bolt-on fittings provide a tight seal on tank-to-pipe connections. Fittings can be retightened and ad- 

justed from the outslde of the tank-no need to dra!” contents to do maintenance 

PLASTIC FLANGED FITTINGS-Available in 
PVC and polypropylene. The 316 stainless steel 
bolt heads are encapsulated in molded EPOM. 
Gaskets are also EPDM. Flange size is 150 psi. 
The 1”-Y fittings include 4 bolts: 4” fitting has 6 
bolts Connections are female threaded. 

Pipe PVC POLYPROPYLENE 
Size 
1’ 3N77K51.. 3”7”K61”.“%%’ 
1 ’ ‘2” ~. ‘. .3757K52 _...,.. 3757K62 ._, 50.77 

.3757K53 _...... 3757K63 ._ 50.77 
3”. 3757K54 3757K64 70.15 
4”. ..3757K55 3757K65 136.62 

316STAINLESS STEEL FITTINGS-Ideal for use with 
most chemicals and in corrosive environments. Bolts 
are 316 stainless steel and gaskets are EPDM. The %“-2” 
fittings have 4 bolts: 3” and 4” fittings have 8 bolts 

Pipe MALE THREADS 
Sire 

FEMALE THREADS 
NO. NET EACH No. 

‘~5” 3765K21 565.54 
3/4’, 3765K22 .._... 

3765K31?:SE$Aj% 
66.46 

1” 
3765K32 66.46 

3765K23 ..t 75.69 3765K33 
1 ‘A” 

80.31 
.3765K24 108.92 

2- 
3765K34 112.62 

3765K25 117.23 
3’.. 

3765K35 145.85 
3765K26 174.46 3765K36 

4”. 
294.46 

3765K27 .._ 190.15 3765K37 .372.92 

Stainless 
Steel with 

Male Thread 

Stainless 
Steel with 

Female Threz 

Aluminum Tank Hatch Covers 
Designed to be installed on tank roofs and 

roof flanges, these covers provide quick ac- 
cess for product gauging, filling, and sampling, 
and for temperature measurement. Covers can 
operate as free-opening or lock-down dewces 
(lock pin included). Prevent tank access with the 
use of a padlock. Covers come with Buna-N m- 
serts and a foot pedal for hands-free access 
Pipe Flange 
Size 

Open 
Dia. Ht. NO. NET EACH 

4- .52?b~m 
8” ‘. ,g,--::. ,, 51:*” 

377lJK51 .S291.67 
.3778K52. 330.77 

Thread-to-FZange Converters 
Convert end connections from female 

threaded pipe to flanged quickly and easily. 
One-piece molded polypropylene converters 
have bolt drillings that meet ANSI 150 Ib. di- 
mensions and resist temperatures to 180” F. 
,‘jg; FobFpe o;la”gLeg, 

No. NET EACH 
1” 15/16” 4%” 1’136” 3759K51 . ..$15.20 
1”‘~” l’?/rs” . ..Y .2’%6” ..37591(52... 24.22 
2” 2%” c 3%6”.. ..37591(53... 30.29 
3”. 3%” 7X.“.. 37/a” .37591(54... 73.77 
4” 4%‘. y 4’/s” .3759K55... 99.55 
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HAYWARD FLOW METER 



,: :-f ‘, I xd Flow Meters and Instrumentation 

flow indication with Total&r - 
Standard indiG3?iOn of flowra:e 
and totalized flow 

Large Digital Lkpiay - 
!3.5-mm character height 

Easy Calibratim - Caiibratlon as 
done through the keypad. no 
tools or equipment are required 

NEMA 4X Enclosure - 
Corrosion resistant 

Versatile Mounting - Panei- 
mounting of optional wall- 
mounting enclosure 

Flow Alarms - Model 2350 has 
user-selecIab/e High and tow 
flow alarms as standard 



Hayward Flow Meters and Instrumentation 

Reliable Hall-Effect Sensor - 
Of!ers n wide flow velocity range 
ifem c7 5 ft set to 33 ft&ec. Flow 
can be measured in either 
drrecfion. 

No Signal Conditioning 
Required - Output signal can be 
se::; direct to PLC or computer 
wOhou? the need for additional 
eiectronks. 

Rugged Construction -A 
choice of PVC. PPL or PVDF 
sensor materials provides high 
chemical resistance. A sturdy 
S-pole DiN-style electricaf 
connector is provided on the 
sens% as standard. 

Versatile Mounting - One 
sensor for aN pipe sizes up to 8”. 

High Accuracy -- Unique 
5-bladed Ha&effect sensor otfers 
a!? accuracy of z Ia/0 over the fuli 
measuting range (see diagram 
OR pg. 23). 

L DM (Low Drag Magnetic) 
Sensor - The LUM sensor 
utilues smaller magnets than 
ether c?eSig& for minima,ai drag 
Fu?d :es_E foculino 

Long Life - Ceramx shaft and 
bearings fef reduced wear. long 
!ife. 

- 



.. ‘Yodels 23”c! and 2350 are 
: :. xrt!ed Ix!ruments that provide 

,-. :isy-to-read digital indication 

-‘, c!laracters are 13.5 mm high) 
,‘ ‘;.:” “ow rare and totalized flow. The 

1,’ > . . Y ::% also has Low and High flow 
:.‘.Y- :!?d relay contacts actuated at 

.:_. ,:.s’+ctable levels. typically used for 
‘--“‘~:.a lndtcarion or controt. 

‘. !I. -3 wh Model 2000 flow sensors, 

“:.::.,: ‘JEMA 4X compact monitors are 
‘: “‘.:.J - ‘o operate and calibrate. A front 

-.‘ ,:.x !” :wth three pushbuttons provides 
I. . :-,. ,n?erface io toggle the display 
!?-J’ ::A:.:.- flow rate and totalized flow, 

rc..,-:,* ‘-tit’ total. and calibrate the display. .~ 
C’ ,\, ., .? ?wn is easy and merely invofves 
F~‘-,‘~-:~ a scaling factor based on type 
;)Y c::;, of instai!atfon fitting used. 

Wall-Mounting Enclosure 

Models 2300 B 2350 

Display Type: g-digit LCD for fto’a rate or 
totallred flow (user-selectable) 

Volumetric Units: Flow rate in GPM. 
tolahzed flow in gaiions 

Operating Range: 6.3 to :I_30 Yz 

Input: Square wave. 12 fo 24 V p-p from 

Modei 2000 sensor 

%nsor to indicator Distance: Up to 325 
ft (100 m) 

Accuracy: tl Oi; of indicated flow over 

the !ull calibrated range 

Power Requirement: 710 V AC. SO:60 
Hz or 24 V DC. Nore: indicator provides 
12 V DC power to the sensor 

Electrical Connection: 8-@nt (Model 

2300) or 15point (Model 2350) terminal 
strip on rear of unit 

Enclosure Rating: NEMA 4X (IP65) 
when pane! mounted 

Operating Temperature: 32 to t 4OF (0 
IO 6OC! 

Enclosure Materiats: ABS 

Mounting: Panel 

Options: Wat!-mounting enc!osure (fated 
NEMA 4X) xflh ?wo cable glands fo 

accept +conduc!or shreldetf cab!&? iron 
sensor 

Dimensions: See pg 19 

Model 23!50 (o&y] 

Alarms: Two adjustable Hugh ZUY! :-o;~ 
alarms. indicated on drsplay 

Relays: Two unpowered SPDT cor;!ac!s 

rated 66 ‘VA. Re!ays are activated on 

rising ffowrate (set al Low Alarm 2 and 
High Alarm 2) and are deactivated on 
falling flowrate (set at Low Atarm 1 and 
Hrgh Alarm ! I 



2 
3 

__ ..-_ 

FIow Sensor 

As the heart of the flow monitoring 

system. the FloSrte Model 2000 sensor 
offers hrgh accuracy and exceltent low 
flow performance. as well as iong life. It 

produces a square-wave output signal 
with a frequency proportionat to the flow. 
which can be transmitted up to 325 ft to 
a display unit without signal conditioning. 

A specially designed pipe fitting makes 

installation easy. 

Unlike other sensor designs that utilize a 
fouf-blade rotor. the Hayward FloSite 
rotor has five Ma&as for 20% more 

contact with the process fluid and thus 
higher accuracy at lower v&cities. It 

also employs an LDM (iow drag mag- 
netic) design using smaller magnets for 
iess chance of fouling from accumulation 

of any metalirc particles in the process. 

Hayward FloSite sensors are available in 

a choice of three corrosion-resistant 
materials: PVC. PPL. or PVDF. The 

Model 2000 sensor output can be sent 
directly to a PLC or to a versatile range 

of Hayward remote-mounted flow 
momtom. The same flow sensor 

technology IS also used in the Hayutard 

Point-of-&e transmrtters [see pg. 14) 
where the display mdication is integrally 

mounted to the sensor. 

- 

Type: if:‘j~:;;.~j~~ ;i.loci!e (low sensor, Half- 
effecr CIt2iilCX2 of tiow measurement 

Flow Velocrty Range: 0.5 to 133 itrsec 
(0. i 5 10 10 m sect. flow measured in 
ert:-!e: dIrectIon 

Measunny Range: See chart on pg. 23 

Pipe Srze Range: 1 2” to 8” 

Output Signal : Square wave. 5 to 24 V 

dc P.P !&pending on input voltage) 

Output Frequency: Approximately 12.8 
Hz !r set (42 Hz msecj 

Output Signal Transmission: 325 fl 
{ 7 CIC R) wliho:it codltloning 

Accuracy: 1 ; 5 i of ndtcated flow over the 
fuli G!lbf;tiC?d range 

Repeatability: -i).5% over calibrated 

range 

Linearity: - 1=‘; over calrbrated range 

Viscosity Range: 0.5 to 20 centrstokes 

Maximum Percent Solids: 10% {with 
particuiatt: s:zc :IO! to exceed 0.5 mm 

leng:t~ or cross-sectton 

Power Requirement: Any supply voltage 
between 5 a+ 24 V DC Note: If used 

w:trt d~g%ti ~;;Iw: Indrcators or lbatch 
COn:rQiie’ ip~s : 2 or 16). sensor is 

powered iron: ind~catorGcontroiler 

Electrical Connection: NEMA 4X 

(iP65’1. 3.poic: DfN43650 connection with 
gfoCJasa ptn. cable gland fOf 4conductor 
sheioed caoie Aiso accepts 1.2” NPT 
CUr’C,;!! f,‘ir,j>~.;l 

Pressure and Temperature Ratings: 
See ct>;r: (-Jr 3‘ 9 23 

Sensor Materrals: 

Flow Sensor Body: ChOrCe of PVC, 
PPL Of PVDF 

Rotor: !Yo,aoed E-CTFE (Haiar) with 

ntagnei inserts 

Rotor Shaft: Ceramrc 

Rotor Bearrngs: Ceramic 

O-Rings: EPDM standard with PVC or 
PPL bodies iVrton optional). L'itOn 
standard \hfih PVDF sensor 

Required Installation Fittings: T-fittings 
in PVC (1 2” to l- 1.4”). Pipe saddles in 

PVC (1-l 2- !G 8’) 

Dimenstons: See og 19 



Varrcus Plplng configurations and ob- 

stacles tn the flow line such as valves. 
elbows. pipe bends and strainers create 
varying amounts and profiles of distur- 
bance. There!ore, the following guidelines 

show the required lengths of straighi pope 
?o smcoth the flow. 

Fig. I - Instailatlon ‘NI!~ 

no sediment present 

Fig. 2 - Installation wi!h 

no air pockets present 

Fig. 3 - tnstallatlon of 

sediment or air pockets 
are present 



Hayward Now Mei~rs and Instrumentation 

Saddle fittin 57 s 
to 8” pipeline~5 
* PVC - EPT:?’ 
* Bolt-on di?p I. 

* . 
i . 

-+ 

-* 

ii”& -on saddle fflir?gs am 
mndnbte in PVC for pip8 sizes 
frow I- l/Z” to 8”. 

-* 

* * 
. . 

+ * 

1. .: c;? ‘04) 7.89 1200.5) 10.30 (261.5) 1.30 (33) ..:. : 

8 Oil205.5) 
----_.. 

..I 2 5; < !‘F) .f 10.49 (266.5) 1.61 (41) I .; ,, 

-.--.--.-- --- .- ..~ ..-.- .__..... .__ . . ..__ 
‘> . -, i L's ,734) 8.68 1220.5) 11.08 (281.5) 1.89 (48) ‘. 

-- - .--_ -- 

I j $8 (152) 9.21 (234) 11.61 2.20 (56) (295) : .. .., 
..--___ -___--._-_ - 

.I 6 93 ‘176) 9 90 !.251.5 12.30 (312.5) 2.60 (66) * ‘C, .: ‘_. 
--.. -- .--.. .--- --.--_ 

I- !j 9 3: (2381 11 59 (294 5) 14.00 (355.5) 3.66 (93, < :, .: - 
--_- . -. 

I? 13 !l (333) 13.48 !342,5) 15.89 5.26 (133 5) (403.5) * ,-, . I ” : 

:.. I...,. I. .%‘.‘<A< d--C: I-. ” _&‘.../: 



-- Hayward Now Meters and fnstrumentatiorP 

+- . - 

-- .-... . ,4s 

0 20 cc 60 30 ‘00 120 140 

Temperature ( C) ‘! !>,a! ‘4 5 ps: 

P 
Conveotlonal Flowmeter Accuracy: 
-loo of Fu!! Scale I?> -site F-52 ;Y Sensor:: 

“... _, _. ̂“_, k-we ai: ,tccuracy ci :: 1% 
- - - ,- - _ _ _ _ - _ _ - - - :‘I - -‘L*z _ _I_“.” _ _ ;7! ;r:&;-:geu !!QW o~/er the 

0Site ccuracy It 1% of Rate iw! fni?;jp~r;c?cj range. 
------ ------- ---------------_ ______ u’?:!ki’ ct”e’ !!ow sens:crs “_--. ,“_..I 

.’ w:!h acc;~ncy sk?!ed as a 
_C”’ ptvcenmg~ of full scale 

i/JJc?~,f7Wn~ @u/f 

0 10 20 30 40 50 60 70 80 90 

Measuring Range (“01 



900 Fairmount Avenue, Elizabeth, New Jersey 07207 HAYWARD FloSite ‘rM 
Phone: (908) 351-5400 l FAX: (908) 351-7706 Model 2300 DIGITAL FLOW t 
e-mail: industrial@ haywardnet.com INDICATOR /TOTALlZER 

1 i 

Read all instructions before 
installation or operation of equipment. 
Failure to comply with these 
instructions could result in bodily 
injury or property damage. 

1 
2.83 

(71.9 mm) 

+----- 3.78’ (96 mm) --j 

Front - TLpical Side 

2. Mounting 

The unit is panel mountable using the brackets 
provided. install the bracket over the buttons on 
the side of the enclosure as shown below. 

The unit can also be surface mounted using the 
optional wall mounting enclosure. 

‘,<\. 
‘\ 
\‘. 

c- 3 54” (89 9 mm) 

Panel Bracket 

(2 Req’d) 

1. Introduction 

The model 2300 Flow lndicator/Totalizer is an AC- 
powered (or low voltage DC-powered) panel- 
mounted flow rate indicator and totalizer with a 6- 
digit LCD display. The unit is programmable to 
allow display of flow rate and totalized flow in any 
volumetric unit. 

In totalizer mode, the unit counts with a resolution 
of 0.1. When the totalizer reads 99999.9 the 
deicmal point will automatically shift to the right, 
up to a maximum count of 999999. resetting the 
total can be done through the front panel keypad 
or remotely by an external reset. 

in the flowrate mode, only 4 digits are displayed 
(for example, F 999.9). 

3. Keypad Functions 

CAL (calibration) / ENTER Kev 
Selects between calibration and normal operating 
mode / accepts selected parameters or adjusted 
values. 

< / MODE Kev 
In calibration mode selects next digit to be 
modified / in the normal operating mode selects 
the display as flow rate or totalized flow. 

A / RESET Kev 
In the calibration mode increments the digit to be 
modified / in the normal operating mode resets 
the totalized flow. 

FSIS2300 
6197 
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cl 1. Press the c /MODE key to switch the 
display between flow rate (display shows 
F 0.0) and totalized flow ( 0.0). 

In the totalized flow mode, reset the total 
flow by pressing and holding the 
A/RESET key for about 2 sec. (until 
display shows 0.0) 

5. Calibration 

The model 2300 has independent calibration for flow rate and totalized flow. 

To calibrate the flowrate: 

cl 1. When the display shows flowrate press the 
CAL/ENTER key to enter the flow rate 
calibration mode. The display shows Fxx.xxx 
with the far right digit flashing. 

L-J 2. Enter the calibration factor for the installation 
fitting used per the table on pg. 3. Press the 
A/RESET key to increment the digit until the 
desired value is reached. Press the </MODE 
key to move.the flashing digit one position to the 
left. 

Store the calibration factor by pressing and 
holding the CAL/ENTER key for about 5 sec. 
(until display changes back to the flow rate 
mode). 

To calibrate the total: 

cl 1. When the display shows the total flow press the 
CAUENTER key. The display shows c xxxxx or 
c xxxxx with the far right digit flashing. 

cl 2. If the decimal point needs to be shifted, press 
the CAUENTER key again to switch back to 
the display of the total flow. Then press the 
A /RESET key and hold for 5 sec. (until the 
decimal point appears). Press the (CAUENTER 
key again and the decimal will be shifted: ... . _ . _. 

cl 3. Enter the calibration factor for the installation 
fitting used per the table on pg. 3. Press the 
A’jkESET key to increment the digit until the 
desired value is reached. Press the 4MODE 
key to move the flashing digit one position to 
the left. 

0 4. Store the calibration factor by pressing and 
holding the CAL/ENTER key for about 5 sec. 
(until display changes back to the tIotal mode). 

Note- A 
For all calibration functions, it is important to 
store any desired setting changes by pressing 
and holding the CAUENTER key for the 
correct length of time - as indicated by the 
display changing to the next parameter while 
the key is beina held. If the key is not. held long 
enough, the display will advance to the next 
parameter without storing the new setting. It is 
therefore recommended any setting changes 
be checked (by re-scrolling to that parameter) 
before the unit is placed in operation. 

FSIS2300 
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WARNING 
3. lllSlallaLlOll rrrlllty 

a. Use 4-conductor shielded cable (24 AWG) for 
instrument wiring up to 325 ft. from sensor 

! . All wiring should conform to local electrical codes 

i . 

Disconnect power supply before making any 
wiring connections. Failure to do so may 
result in personal injury or damage to the 
instrument. 

SHIELDED 

P CABLE EARTH GND 

I SUGGESTED 

i 1 : 
a I INDICATOR/TOTALIZER 

I 
I 

1 i 
I 

mm 
1 

.- J 
I I --- 
I I l! 

Ll L2 : ’ 

110 VAC 210% I I 
POWER SUPPLY 

+G 

I 
24 VDC 

POWER SUPPLY FLOSITE 2000 
SENSOR 1 1 

OR 

7. Tectinical Data 

Display Type: 6-digit LCD for flowrate or totalized 
flow (user-selectable) 

Electrical Connecfion 8-point terminal strip on 
rear of unit 

Volumetric Units: Flowrate in GPM Enclosure Rating: NEMA 4X (IP65) when panel 
mounted 

Operating Range: 6.3 to 420 Hz. 
Operating Temperature: 32 to 140F (0 to 60C) 

Input: Square wave, 12 to 24 V p-p from model 
2000 flow sensor Enclosure Materials: ABS 

Sensor to Indicator Distance: Up to 325 ft. 
(loom) 

Mounting: Panel 

Opfions: Wall-mounting enclosure (rated NEMA 
4X) with two cable glands to accept 4-conductor 
shielded cable from sensor 

Power Requirement: 1 lOVAC, 50/60 Hz or 24V 
dc. (Note: Indicator provides 12V dc power to the 
sensor) 

8. Warranty 

Consult your Hayward FloSite Distributor for warranty details. 
FSIS2300 
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he Probe is ideal for conductive 
.iquids in aggressive and turbulent 
applications. 

All MultiTrode Products carry a full two year warranty 

U Vrtually nil ma~ntc’n;~ncff rccjurred 
0 Simple tnsfallatlon from outside of sump 
0 Safe. low scnsq voltage 
0 Unaffected by fat. grease. debrt%ahd foam 
0 Excdlent jr: turbulent surnps 
0 POStWe [?lim;3 Cl~lOi~l (no overruns) 
0 Cost-SZ3vrnijs. stlorl 2nd long term 
0 Envlronmentni!y fwntity 
0 Operates VJI:~ n i-iyqt :T~IX ,% flijsh halve 

Cl lntrrnstcally Safe operation ustng MuitiTrodc’s I S t3arrter 

Multiirode has proven to be the most reliable 
and cost-effective liquid level control system 
available. MultiTrode Probes were slpecifically 
designed for the arduous, turbulent conditions 
encountered in water, sewage and industrial 
tanks and sumps. 

Installation: Probe cnstallatlon IS easily achieved without the 
need to enter the wet area. The probe is smply lowered rn from 

the top and suspended by Its own cable, using the mounttric; 
kit supplied. 

Fat, Grease, Debris and Foam: The probe’s operation IS 
unaffected by the build-up of fat. grease, debris and foam. 
which cause systems such as floats. bubbfers. pressure 

and ultrasonic transducers. as well as other 

conductive probe systems. to fail. 

Turbulence: Turbulence does not affect the probes operation. 

in fact it has a beneficial cleaning effect. The rugged. stream- 

lined construction of the probe eliminates tangling and allows 

for operation In confined spaces and is a perfect partner for the 

Flygt mix & flush valve. 

Safety: The personal safety of operators and maintenance 
staff is assured due to the extra-low sensing voltage. elim!na!es 

the use of dangerous hrgh voltage equipment. and the risk 01 
electric shock 

Positive Pump Cut-Out: The probe ensures your pumps are 
turned off at the same level every lime. This avotds damage 

due to pump over runs and the need costly control fI?qLJlPfTWn~ 

Cost Savings The IOW cost of equ!pment and lnstallatlon 

makes MultiTrode one of the most economical systems 

available. MulCTrode’s long life ensures continued cost 

savings. as compared to alternate forms of level Control 

Environmentally Safe 
MulCTrode probes do not contain mercury or any other 

envtronmentally damagcng contamcnants 



supplreu rrlourlrrrly kII 

The MTAK-1 mountrng bracket IS 

SUPPLIED STANDARD with all multi-sensored probes. 

‘TAK- 1 mounting 

t-pyt has an integral 

ci .ng device 

All metal 

components are 

manufactured from 

$3 16 stainless steel 

Custom Probes also available 

Muliifrode offers a variety 

of custom probes. Your custom 
probe is manufactured exactly lo 
\‘OLJf rC?qLJirements 

(VJrfhin fhc fo/lowrng /rnl/fS.) 

No of Sensors 25 max 

Sensor spacing 3.1/2111 rnrn 

Section length 1 15rn may. 

Cable length 15OOft max 

Your assistance with an application 
drawing, specifying cable lengths and 
sensor spacings will ensure 

ompt and accurate service. 
Probes over three metres in 

,th are made in sections. 

Please contact your local 
ITT-Flygt - MultiTrode representative 

for a copy of the Custom Probe 
Order Form. 

Mounting Options: 

MultiTrode’s MTAK-2 Extended 
mounting bracket provides up to 
12 inches of extra wall clearance. 
( For further details p/e&e refer to 
the MultiTrode accessories section) 

,-’ 
,’ 

MTAK-2 

Approvals: 

c ? 
Custom / 
Sensor 
Pattern j 
Probe / -----.. 1 

5pec;llld‘~LIull~ 

Vlaterials 

’ cuue 

Sensors: Avesta 254 SMO High Grade 

Stainless Steel Alloy 

Probe Casrng. uPVC Premium Quality Extruded Tube 

Cable PVC/PVC Multr-core. 

Purpose manufactured (see below) 

Iimensions 

1 l/4 inches diameter x specrfred length 

32mm diameter x specified length 

Mounting Via the supplied suspensonl 
cleaning bracket inside !hc wet well 

- 
remperafure Range 

0” lo1oo”c 

32"10212" F 

Zable 

Multicore Three core Single core 

Conductor: 

Conductor Size 0.75 mm7 0.75rnm' 7 .O mm’ 
Strands 34 24 30 
R/km 25R 25 R 20 i? 

R/mile 40R 409 32R 

Dversheath: 
Nom Diameter 12 mm 8mm 6.9 mm 

:olours: Multi cores Light blue 

Oversheath Dark blue. 

Identification: All cores are light blue printed to read 
1 -ONE-l, 2-TWO-2. etc. Every 8 inches. 

(Numbering applies lo multicore cable only). 

Ordering Information - Standard Probes 

MODEL Length Spacing Cable 
A/ D -C A B C Fi 

Inches Inches 
I 

Feet -f -I 

0.21 1 - c 6 J N/A _ 33orlOO 
0.51 3-C 16 I 6 - 33orlOO 

1.01 10 - c 40 / 5 - 33orlOO 6 

I 

1.51 10 - C 60 I 6 - 33orlOO 
2.01 10 c 80 I 7 - 33orlOO i 

2.51 10 - c 96 I 10 - 33orlOO A 
3.01 10 - c 115 / 12 - 33orlOO 

6.01 10 - C 224 / 24 -33ortm 
9.01 10 - c 366 I 40 - loo 

A = Nominal probe length 
B = Distance between sensor points 
C = Cablelength 
D = Number of sensors 



Description 

ff-+ 11 The probe shall be constructed from uPVC 32mm tubing with moulded sensor units at 
rqjular intervals along the probe. Each sensor unit will be PVC injected to prohibit ingress 
of moisture, and the sensor material will be Avesta SM0254 stainless steel. 

2. Mounting 

2.1 The probe will be mounted in a turbulent area of the wet well, suspended on its own cable 
and connected to a 6mm stainless steel hook which would hang from a 30mm stainless 
steel angle containing a polyurethane squeegee pad positioned in the openingi into the wet 
well, so that the probe can be removed without entering the wet well. The squeegee will 
have a 30mm hole and slot, enabling the probe to be pulled through and cleaned. 

22 Installation will be effected done in accordance with the manufacturer’s installation 
instructions 

2.3 The probe is covered by the manufacturer’s two-year warranty 

3. Probe & Sensors 

31 10 sensors will be spaced along the length of the probe assembly, and each will be 
individually connected to a correspondingly numbered PVC/PVC .75mm flexibl’e cable. 

3.2 The moulded sensor unit will contain two Avesta sensors mounted on opposite sides of 
sensor unit. Each Avesta sensor will be 24mm high and no wider than 2mm, and will 
protrude from the surface of the PVC. 

3.3 The probe shall be pressure injected with an epor-{ resin to encapsulate all internal 
components and connections to form a rigid, homogenous unit. 

3.4 Each sensor unit containing the two Avesta sensors will be rotated 90 degrees to the 
previous sensor unit to eliminate tracking between sensors. 

4. Cable 

4.1 The cable will be encoded with number and text along the entirety of the cable and at 
intervals not greater than 200mm, for identification. This cable will be dark blue in colour, 
with the cores light blue. 

4.2 Th,e flexible cables shall be capable of supporting the weight of the prpbe and table, 
without the need for additional support. 

4.3 
c 

The cable shall be secured to the top of the probe by a synthetic rubber compression 

‘e: fitting. 
/ 

1 



pbntrols either one pump, alarm or 
S’olenoid. - 
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MU LTITKODE 

Liqutd Level 
j Control Relay 

Lb&l MTR-3 

I 
. . 

;a i HI !c!! ~I N!l 

The MultiTrode MTR is a latching conductive 

liquid level relay. When connected to a MultiTrotiYe 

probe, the MTR controls the activation and de- 

activation of pumps, alarms and other monitoring 

and control equipment. 

The relay senses the liquid via a safe extra-tow voltage signal and 

latches. This stale is maintained until the circuil is broken when 

the liquid passes the selected stop sensor. The relay then resets 

for the next operation. A single sensor may be used for alarms 

The MTR relay offers many features found in several discrete 

devices such as latching and lime delay relays. Normally all of 

these devices must be installed Individually. MultlTrode’s MTR 

includes all of thescWfcaturcs in one compact case, 

simplifying installation and reducrng labour costs. 

MTR in any applications where level control is required, 

sumps. wells, bores, collection tanks, effluent pits, 

ponds, pump stations. reservoirs, and sullage pits. 

0 

u 

cl 

Cl 

a 

0 

0 

0 

cl 

0 

0 

Safe, extra-low, sensing voltage: Ensures safety for 

operators and maintenance personnel 
- 

Chdrge or discharge: .The modes of operation are 
selectable to tither fill or empty a tank. 

Dip Switch Programmable: All settings are easily 
selected from the front panel. Ftxed settings ensure 

repetition and accuracy. 

4 Sensitivities: Enable the relay to operate effectrvely 

in a wide range of conductive liquids. 

8 Activation Delays. Used for staggering multiple 
pump starts or lo overcome premature activation due 

lo wave action or turbulence. 

LED Indication. Power On (green) and Relay 

Activation (red) via high intensity LED indicators. 

Battery Operation. As well as 24, 170. 240 and 
41 WAC. the MTR Relay is also available in 1 O-30 VDC. 

Proven Reliability. The proven design of the relay 
ensures long-term reliability of the MultiTrode system. 

IS. application Perfect for IS. application when used 

with MTISB. 

DIN rail or screw mounting 

Low installed cost 

415VAC 
24OVAC 
.I 1 WAC 
24VAC 

10-30vDc 
lTlOd0tS 

A// MultiTrode Products carry a full two year warranty ---__ 



LiQuld LCVCi 

Conlrol Relay 
MOOCl MTlL3 

16 l8 \ 25 

15 

t t 

29 

Dip Switch Settings 

1 SW 18. 2 SenSl~ivity Settings: 1 k. 4k. 20k. 80k 0 

3 SW 3. 4 0.2 8 5 5. Activation 5. 10.20. delays: 40.80. 160 set 

- SW 6 Mode settings: Charge 8 Discharge 
1 

Multiple MTR Application 

Dimensions 
Note: Several relays can be 

connected to a single probe 

Approvals 

UL listed 2P27 

Mode of operation 

Charge or Discharge ( Filling or Emptying ) 

Probe Inputs 

Sensor inputs 

Sensor voltage 

Sensor currenl 

Sensitivity 

Other Inputs 

2 
12VAC Nominal 

0.8mA max. (per sensor) 

1 k. 4k. 20k. 80k R 

None 

Relay Outputs 

No of relay outputs 2 sets 1 N/O-&l C/O 
Oulput Qelay o. 2.5: 5. 10. 20. 40. 80. 160 set 
Relay contact ratlnq 250 VAC 5A Resistive, iA Inductive 

Relay contact life - 10’ Operations 

Terminal size 2 x 2.5mmz. #13 

Other outputs 

None 

Display 

LEDs 

Communications 

Green : Power On, 
Red : Pump activation 

None 

Physical Product 

Dimensions mm 72Hx45Wx114D 

Dimensions inches 2.718H x 1.3/4W x 4.1/2D 

Mounting DIN Rail or 2 x M4 Screws #6 

Enclosure Makrolon ( self extinguishing ) 

Power Supply 

Supply Voltage AC 24, 110, 240,415VAC 50/6OHz 
Power Consumption 3.4VA max 

Supply Voltage DC to to SOVDC. 3 Watts mar: 

Working Temperature Range 

- 10’ lo + 6O’C 
-t 14’to +140°F 

Ordering Information 

All Multi)rrode Products carry a 
1 MTR - 7 lo-30VDC 11 \ I\ -I full two year warranQ 

I 



M’I‘R Relay Specification 

The-conductance level control relay shall be a DinRail mounted device with supply and activation L-=-J+ 
eight programmable activation delays, charge/discharge settings, and four sensitivity settings all easily 

__ q-ied out whilst installed. 

9 
I. Mounting 

1.1 The relay shall be mounted via Din rail or optionally screw mounted 

2. Indication 

2.1 A green LED shall be provided on the front of the relay and will remain illuminated whilst 
power is connected to the unit. 1 

2-2 A red LED shall be provided on the front of the relay and will remain illuminated whilst the 
output relay is active. 

3. outputs 

3.1 Two independent contact sets shall be provided, - one normally open contact and one 
change-over contact. 

3.2 Each output shall be capable of a 5amp resistive load at 250VAC. 

4. Sensitivity 

T-y 
4.1 

\ 
DIP switches shall be provided for adjustment of probe sensitivity in four steps. 

4.2 2K, 4K, 20K, 80K settings shall be provided. 

5. Time Delays 

5.1 An instantaneous, 2.5, 5, 10, 20, 40, 80 and 160 second activation delay will be selectable 
from DIP switches mounted on the front of the unit. 

6. Programming Label 

6.1 A programming label shall be attached to the right hand side of the unit, clearly indicating all 
programmable settings. 

7. Probe Inputs 

7.1 Two probe inputs will be provided. 

8. Sensing Vpltage 

8.1 Max 13VDC at 0.8mA each. 

>,g. Mode 

t-J 9.1 The shall be programmable for charge or discharge operation. 
J 

1 



Appendix B 
Pump Calculations 



ClJENTfSUBJE~ 
9 

TASK DESCRI~N 

PREPARED BY ; 

MATH CHECK B{ 

w-0. No. - 

TASK NO. w 

DEPT _ 

DEFT 

[I EFT ~~ DATE J 
,.,......; . . . . . . . . . . . . . . . _ . . . . . . . . . . . . . . ““‘“..;“.. 

. 

. . . . . :‘.... - .i..“.....:....., s..:‘........ i 

gjgpzp!fin G:I ! * . ...“... ,...‘.‘.l, 
,f&.& ; ; j : i i ; i i 

j i 1:: f ( i.:i i ! ; 2 : : ; : : . i t ; ..:.........:.........: . . . . . . . . . p . ..--... . . . . . . . . . ] ,I....... i . . . . . . . . . . . . . . . . ...! . . . . . . . . . . . ..__...,; 
, ;$;;ijii;ii;!iii 



CLIENTISUBJE~ W-0. NO. - 

TASK DEScfVP+N 

PREPAREDBY 3 -- DEM 

MATH CHECK l3$* 
x 

5 

MElHOD REV. Bi DEFT DATE - : I........ :‘....,...,,........,......... i . . . . . L. ,.:.........:...................: _ . . . . . . . . I” ..,_.., I ., I f : .: i ..:.........: ,,....... :” .-....:.........:.........:......, 
i I : T !.I ; + 

. . . . ..I . . . . . . . . . y . . . . . . . . . i . . . . . 
i i ; ; ; i I1 i i 

.!,“‘..... ~ . . . . . . . . . . . . . . . . . . i ..,.._.,. i .,..,.,“~........’ I . . . . . . . . . i . . . . . . . . 
t . . .: ,>i : : ; . . 

‘r&r . 

; 
:..- . . . . . ;.. 

i i 

j . . . . i’ . 

; ; 

: . . . . . . . . . :... 

i j 

j . ..j_. 

i f  

f  . . . .._._. i.-, 

i 

i ; 

:‘...,..... $.< 

; : 

i.... # ,... i.,. 

f :  

0 

,---I 

;... .a. ,.;. # 

i y ;;j ..&&-..&.-‘..... ;...; ... 

....... ~~%:@c$..i ... 
i i i i 

....... i .... . . ..a!. ; ; ........ p-..i...i ... 
i : 

...... 
, i j : 
. ......... . ..... .... l.. .. *) ... i ... 

._____, k ,,,,....! ,........: . . ..-.. i . . . . . . . 
: : 

. . . __,.__...; 

: : ; i ; : 
: : 
1 f  ; ; : 

..) _._.__.__~_______. . . . . . . . . . . . . . . . . . . . . . . . ..___. 

: 1 ; ] f  : 



v v ‘I 1 
CUENT/SUBJEq 

w -wls SHEET -zot P-I 
W.O. NO. - 

TASK DESCRIPT~N TASU NO. - 

PREPARED BY ;. DEPT. 

hlA7l-KliECKB~ DEFT . 
A llElHOD REV. ES* 

i i : : i i 1 i . 
; : 

I 
: : . . ) ; i : ; : r 

f : 
: j 1 i j : ; : : : . . . 
: 

1 I : j . 

:. . . . . . . . . .._._..._ i.i ,._..._.,, :... :... . : .._..__ 1. .._ i _.... .: . . I. : .t . . i.. .__.. i ..,.. i . . . . . . . . . . . . . .._ i.. .., .:. .; . . . . . . i . . . . . . . i.. .,..: . i 

RfW 10-05-003IA-51t$~ 



CLJEIW!SJBJEC~ W-0. NO. w 
TASK DESCRI& 

! 
PREPARED BY f 

MATH CHECK Bf 

METHOD REV. Bjf DEFT DAR !“.,.. a..; . . . . . . . . . :” . . . . . . . i . . . . . . . . . l”.. ~ .,.:.. .I.... ‘I”“” . . . . . . . . . . . . . . . . . . . . . . . . I‘ . . . . . i_.. . . . . . . . . . . . . . . ~ : : : i :a:. I. . . . . . . . . . . . . . . . .._..._. 
i : i p : : ,.............:.,.......:...... . . . . . . ‘.‘“:” . . . . . . . . 

1 L 1 ‘ :i ; i ! i : : 
..‘$ ,,.,...” ~ . . . . . . . . . . . . . . . . (..,..... ((‘,‘,I.... ~ . . . . . . . . . . . . . . . . . . . . . . . . 

; : g ii j r i I 
; ; : i : I , f i j j I. i i ; 

! . ..*.**I.. . . . . . . . . p.“. . . . . i -.....I .._., :...; . . . . . . . . . . ,........ p.“. . . . . i .._......: . . . . . . . 
! I I I :.: i : f 

..:..,.I,*,. j ,........ f.” s...., i.“.“...! .....L.,,:l,....... i-‘.. 1 ! 
j : 1 ; = . .; . f : f ; : _ : : : f i 

! (I.......; . . . . . . . . . i . . . . . . . . I . . . . . . . . . + ,.a. - . . . . . . ...? . . . . . . . . 5”” . . . . i . . . 
i ,; . i : : i i . i i 

I : t : : ? 1 ; :i t i : ; _,_,.... I . . . . . . . . I..” . . . . i” . . . . ...! .,.... *.,p . . . . . . . . k . . . . . . . . I . . . . . ...1. ,,.,...., i .._... * . . . . . . . 4.. 
I . 

i i ; : .: f : * ; i 
i _ 

; ; i : I i i i 
. . . I”...“.’ ““.....i..“.....:,........; . . . . . . . . i . . . . ..-. . . . . . . . . 4 ._....... i,.< . 

i ; : f t : _ ; ; - : 
y-“..” -..... i” . . . ..I. 1~ . ..I.... i . ..- j . i : ( : , f i : I . . 1 : . 

: i : ; : ;;r : .; ; 
; 

i : : ! . . . . . . . . . . ...? . . . . .._.. f . . . . . . . . ~ . . . . “f.“..“.C p . . . . . . . . . ..*..*.. p. . . . . . . . . . . ..I. I . . . . . . . ;_......./, f. . . . . “5 . . . . . . . . (” . . . . . . . j  

: : 

i ; ; ._...,... j . . . . . “..;; . . . . . . . ;. * i : 
i ; ~ j i ; I ; : f ; ! . ; i i : : 1 : : i 

i i : 

: : . 
. i ; i 

i i i i i I j : 
I j i --..-:----..~...(,,,.,!....,....!..... .__. i..... _... 1,.,.. ,.,,~-.......!,......,.~...,....i.........~.. ,.....i . 

; 
? : ; j 

! : I 

i i : 
I 

I . 
..,.,..; ..,,.. $..i . . . . . . . . . . . . . . . . . . . ..I...... .; ..,.,_.t. 1...I......;..” . . . . i 

. : : 1 I ; . 

y i r . i : 
. . . . . . . I....... t ._.,..... i . .._.._.. i .,.,,....; . . . . . . . . . f . . . . . . . . . i . . . ..__..i 

$ : i ! 
! I i i : 

. . . . . . . p . . . . . . ..i . . . . . .._. I,, 
t 4 , 

.,... ; . . . . . . . ..i .*.......; 
; 

i ! i 
; : ; 
I ; . ; : 

. . . . . . . . . . . . . . . . . . #.,.v..i . . . . . . . . . . . . . . . . . . . ~....._.._____.,.... I 

: 
i : 

s.,......; 

. i ? ; 
i 
: 

. . . . ...! . .._..... ;... 
: : ! 

__.._ i .*.......; ..,...... f . . . . . . . . . . 
: : 



INFLUENT AIR 
TO STRIPPER M 

4”# PVC 
i I 

/ 
3”s PVC 

I rl t 

DISCHARGE 
TO ATMOSPHERE 

EFFLUENT SAMPLE 
PORT 

LKHEAD FITTING 
3 PRESSURE GAUGE 

/ 

FLOWMETER 
HAYWOOD 
MODEL 2300 
1 5”0 SADDLE MO\ JNTED 

HAYWOOD 1 5”0 N P T 
TRUE UNION ACTUATOR BALL VALVE 
P/N HCTBI 150TACTE 
(normolly closed) 

GLOBE VALVE 3’s PVC 
VACUUM EQUALIZER PIPE 

Y 
n 
a 
=* NORMAL 

WORKING 
-LEVEL 

3”s NPT (l/Z 

Z-0 NPT (l/Z cplg) 

-I 
7 

STRIPPER UNIT- 

INTERNAL CANNISTER- 

STRIPPER PLATE- 

- 

= SPRING-RETURN CHECK VALVE - 
1 5”0 BULKHEAD 

FITTING 7 
/I Ql- PRESSURE GAUGE 

1 5 0 PVC r -1 I 
STEEL OR EQUIVALENT 

\ ,.-2”0 90 ELBOW 
‘1 

v N_OR_MAC H!GH LEVEL 

WORKING CAPACITY 
VOL - 53 GALLONS 

TREATED GROUNDWATER STORAGE TANK 
WITH PRESSURE-TIGHT REMOVABLE TOP 
36”8 x 48” TALL 
172 GALLON MAX CAPACITY 

EXISTING 
CENTRIFUGAL FAN (BLOWER) 
ELEKTROR HRD Z/5 
700 CFM AT 16” WATER 
MOTOR BALDOR 
5 HP, 230 VOLTS, 3450 RPM 

2”0 
3ULKHEAC 
NLET 
N/BARB 
FITTING 

I 

v NORMAL LOW LEVEL - 

THREADED PLUG 

L2"@ UNION 

REF ELEV. O’-0” 

1/ 
GOU L 
2”s 

3/4 

-DS MODEL 3885, 
N P T DISCHARGE 
HP, 230 VOLTS, 1 

WE07HH 

0, 3500 RPM 

lk- 2”0 TO 1 5”0 REDUCER 
EXISTING 
DAM 

<I 

PER VALVE/ 

CONCRETE PAD 

L2”0 BULKHEAD OUTLET 
W/BARB FITTING 

2”s FLEX HOSE 

L3” HIGH SPACER BLOCK SECURED TO TANK 

10” NPS FLANGED CLEANOUT 
AT BASE OF TANK 

2”0 SCH 40 ALUtv 
INFLUENT 

(UNTREATED GROUNDW~ 

EXISTING GRUNDFO: 
SUBMERSIBLE PUMP 
MODEL lOS10-15 (1 
W/VARIABLE FREQU 
CONTROLLER 

lo”8 WELL 

- I”0 PVC FLEX HOSE 

1 2" 0 1 2” 24” 60’ 

INFLATABLE PA 

SCALE: 1” = 1’4” Drawing Title 

TREATED GROUNDWATER STORAGE TANK 
PROCESS FLOW DIAGRAM 

EFFLUENT 
(TREATED GRouNDwi ATER) 

>roject Title 

NOTE ORLANDO NAVAL TRAINING CENTER 
ORLANDO, FLORIDA A 6”s JOHNSON PRE-PACKED SCREEN 

WILL BE INSTALLED INSIDE THE EXISTING 
IO”0 UVB WELL AS DESCRIBED IN THE 
AMENDMENT TO THE “REMEDIAL ACTION PLAN” 

lDH4 IDES 1 PRCUICT NO 

AIM RFW 

il!is!BF mhono@m, Ilmc IZHKD 
- 9819810 
APPD 

RJD xxx 
--md-- -- 

FIGURE NO 
DATE. REV 

a- 14-90 xxx 98198-A 

Revlslon No 3 SEPT 21 1998 
Revlston No 2 SEPT 10 1998 
Revlslon No 1 SEPT 02 1998 



SUBMERSIBLE CONTROLLER PANEL 
20”H X 16”L X 10 W 
SET 38” ABOVE SLAB ON 
2” X 2” METAL STANCHIONS 

SUBMERSIBLE CONTROLLER PANEL 
20”H X 16”L X 10”W 

119 75” X 120 25” CONCRETE SLAB 
X 2” METAL STANCHIONS 127” X 113” CONCRETE SLAB 

\ 
\ v V V 

n A n 

~ UNDERGROUND 

MAIN PANEL 
14 75”L X 27”H X IO”W 
SET 33” ABOVE SLAB ON 
2” X 2” METAL STANCHIONS 

MAIN PANEL 
I4 75”L X 27”H X 10-W 
SET 33” ABOVE SLAB ON 
2” X 2” METAL STANCHIONS 

OWER FEED 
0 POLE L 

CONTROL PANEL 
30”L X 41 25”H X 10”W 
SET 29 ABOVE SLAB ON 

CONTROL PANEL 
30”L X 41 25”H X 10”W 
SET 29 ABOVE SLAB ON 
2” 2” X 2” METAL STANCHIONS X 2” METAL STANCHIONS 

SURVEY SQUARE 

BLOWER UNIT 
-1 WITH COVER WITH COVER 

30” 8 x 51” 51” HIGH HIGH 

CONTROL PANEL 
30-L X 41 25 H X 1O’W 
SET 30” ABOVE SLAB ON 
2” X 2” METAL STANCHIONS 

TREATED 
GROUNDWATER 
STORAGE TANK 
36” x 48” 

BLOWER UNIT 
WITH COVER 

4” VACUUM AIR LINE 30” QI x 51” HIGH 

UVB CANNISTER 
24” 8 X 90” HIGH 

tJ 
V V V V V V 
A A n n n i 

‘-6’ CHAIN LINK FENCE 
WITH THREE STRAND 
BARBED WIRE ON TOP UVB-02 EQUIPMENT LAYOUT L 6’ CHAIN LINK FENCE 

WITH THREE STRAND 
BARBED WIRE ON TOP 

UVB-01 EQUIPMENT LAYOUT 

12" 0 12” 24” 60” 

Drawmg Title 

EQUIPMENT LAYOUT PLAN 

SCALE: 1” = 1 ‘-0” 
Project Title 

ORLANDO NAVAL TRAINING CENTER 
ORLANDO, FLORIDA 

P&g c ..- 

Revmon No 3 SEPT 21 1998 
Revwon No 2 SEPT 10 1998 
Revwon No I SEPT 02 1998 

IDWN IDES 1 PROJECT NO. 

AJM RFW 9819810 

-w&-v -- FIGURE NO 
DATE REV 

8-14-98 xxx 98198-B 


	Cover Page
	1.0 Background
	2.0 Treated Groundwater Storage Tank
	2.1 Inside the Extended Well Casing
	A. Effluent Flow Meter
	B. Sump Pumps
	C. Water Level Sensors
	D. Internal Canister

	2.2 External - Treated Groundwater Storage Tank
	A. External Tank
	B. Equalization Pipe
	C. Effluent Pump
	D. Water Level Switches
	E. Pressure Gauges
	F. Globe Valves
	G. High Volume By-Pass Ball Valve
	H. Effluent Flow Meter
	I. Vacuum Line Equalizer
	J. Effluent Sampling Port
	K. Control Panel
	L. Telemetry

	2.3 Process Flow Description

	3.0 UVB Well Reconstruction (Recommendation)
	3.1 Redevelopment
	3.2 Well Construction
	Figure 1
	A. Lower Screen
	B. Upper Screen
	C. Riser Pipe
	D. Co-axial adaptor
	E. Packer
	F. Annulus between 6 & 10 inch screens
	G. Submersible Pump


	4.0 Conclusions
	Appendices
	Appendix A - Equipment Cut Sheets
	Effluent Pump
	Globe Valve
	High Volume By-Pass Ball Valve
	Bulkhead Fittings
	Hayward Flow Meter
	Level Sensors

	Appendix B - Pump Calculations


